
    DITCH SLOPE (%)      SPACING L (feet)

                 1                                 200

                 2                                 100

                 4                                  50

                 6                                  33

SLOPES ABOVE 6% ARE NOT RECOMMENDED
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Table 1

DEEP ROOTED, NATIVE PLANTS

INSTALLED AS SPECIFIED ON PLANS

USE NATIVE VEGETATION TOLERANT

OF WET AND DRY CYCLES.

CROSS SECTION

VIEW (BIOSWALE)

PROFILE VIEW

V

B

V

A

(SEE NOTE 15)

LAYER (SEE NOTE 13)

(SEE NOTE 15)

PIPE (SEE NOTE 12)

NOTES:

1. THE PERIMETER OF THE VOLUME CONTROL FACILITY SHALL MAINTAIN THE MINIMUM HORIZONTAL SEPARATION DISTANCE OF:

10-FEET FROM FOUNDATIONS, UNLESS WATERPROOFED; 20-FEET FROM ROADWAY GRAVEL SHOULDER; AND 100-FEET FROM

POTABLE WATER WELLS, SEPTIC TANKS/FIELDS, OR OTHER UNDERGROUND TANKS.

2. SANITARY OR COMBINED SEWERS SHALL NOT BE LOCATED WITHIN THE VOLUME CONTROL FACILITY. SANITARY OR COMBINED

SEWERS SHALL NOT BE LOCATED BELOW THE FOOTPRINT OF THE VOLUME CONTROL FACILITY. WHEN LOCAL CONDITIONS

PREVENT THE SEWER FROM BEING LOCATED OUTSIDE THE FOOTPRINT OF THE FACILITY THE SEWER SHALL BE CONSTRUCTED

TO WATER MAIN QUALITY STANDARDS, OR IT SHALL BE ENCASED WITH A WATER MAIN QUALITY CARRIER PIPE WITH THE

ENDS SEALED.

3. AVOID INSTALLATION ON SLOPES GREATER THAN 15 TO 1. AVOID COMPACTING NATIVE SOILS. SCARIFY ANY COMPACTED SOIL.

4. GROWING MEDIUM SHALL BE 4 INCHES DEEPER THAN LARGEST PLANTED ROOT BALL.

5. GEOTEXTILE FABRIC SHALL MEET REQUIREMENTS OF IUM MATERIAL SPECIFICATION 592. FOR WOVEN: APPARENT OPENING

SIZE OF 0.50 MM (TABLE 1, CLASS I). FOR NON WOVEN: APPARENT OPENING SIZE OF 0.30 MM (TABLE 2, CLASS II).STONE

6. STORAGE OPTIONS ARE IDOT CA-1, CA-3, CA-7, DISTRICT VULCAN MIX, OR APPROVED ALTERNATE. NO RECYCLED MATERIALS.

7. CHECK DAMS MUST BE INSTALLED FOR VELOCITIES GREATER THAN 1 FT/S FOR THE 2-YEAR, 24-HOUR STORM EVENT. CHECK

DAM SPACING PER TABLE 1.

8. CENTER OF CHECK DAM MUST BE A MINIMUM OF 6 INCHES LOWER THAN OUTSIDE EDGES TO PASS HIGH FLOWS.

9. BOTTOM OF UPSTREAM CHECK DAM SHALL BE SAME ELEVATION AS TOP OF DOWNSTREAM CHECK DAM.

10. MINIMUM DISTANCE OF 2 FEET (3.5 FEET IN COMBINED SEWER AREAS) BETWEEN BOTTOM OF BMP AND SEASONALLY HIGH

GROUNDWATER LEVEL.

11. UNDERDRAINS ARE REQUIRED IN TYPICAL CLAYEY SOILS WHERE INFILTRATION RATES ARE LESS THAN 0.5 INCH/HOUR.

MAXIMUM OF 1 UNDERDRAIN PER 30 FEET.  PROVIDE A SOIL REPORT DOCUMENTING NATIVE INFILTRATION RATE TO FOREGO

UNDERDRAINS.

12. MINIMUM UNDERDRAIN BEDDING OF TWO INCHES, MAXIMUM OF 12 INCHES.

13. ONE OBSERVATION WELL REQUIRED PER 6,000 SQUARE FEET OF SURFACE AREA.

14. MULCH LAYER SHALL BE HARDWOOD MULCH OR OTHER NON-FLOATING GROUND COVER.

15. FOLLOW THE REQUIRED PRETREATMENT MEASURES LISTED ON THE VOLUME CONTROL PRETREATMENT MEASURES DETAIL.

2" MIN. (SEE NOTE 11)

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
TECHNICAL GUIDANCE MANUAL

AutoCAD SHX Text
BIOSWALE DETAIL (SHEET 1 OF 2)

AutoCAD SHX Text
STD. DWG. NO.2

AutoCAD SHX Text
PAGE NO.2

AutoCAD SHX Text
10/2/18


	Sheets and Views
	Model


