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3. NOT FOR PIPE TO PIPE CONNECTIONS.
90% RELATIVE COMPACTION.  
ENCASEMENT PLACED AGAINST UNDISTURBED NATIVE SOIL, OR FILL COMPACTED TO 2.
CANNOT BE MET. 
CONCRETE ENCASEMENT SHALL BE PROVIDED WHERE SEPARATION REQUIREMENTS 1.

NOTES:


