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6" MIN

BEDDING

4" GRANULAR MATERIAL 
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D2 (8" MIN)

3. ANCHOR EMBEDMENT: 3" MIN. 

2. BOLTS TACK WELDED TO PLATE. 

WATERPROOF/WEATHER PROOF MATERIALS. 

STAINLESS STEEL, DUCTILE IRON, OR EQUIVALENT 

1. PLATE AND FASTENERS MUST BE FABRICATED IN 

NOTES:

NOT TO SCALE

TECHNICAL GUIDANCE MANUAL

typical drop manhole connection
STD. DWG. NO.33
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(SEE DETAIL BELOW)

STEEL PLATE DAM

ANCHORS

EXPANSION 

CAST-IN-PLACE

PRECAST OR 

OF VERTICAL PIPE.  MAY BE 

CONCRETE ENCASEMENT 

4. FORCEMAIN FLOW NOT ALLOWED AS INCOMING SEWER, SEE FORCEMAIN DISCHARGE DETAIL. 

3. CONCRETE FOR ENCASEMENT SHALL BE 4,000 PSI @ 28 DAYS. 

  1/12 MANHOLE DIAMETER FOR PRECAST CONCRETE STRUCTURES. 

2. MINIMUM WALL THICKNESS IS 6" FOR CAST IN PLACE CONCRETE STRUCTURES AND

1. REQUIRED FOR 2FT. OR GREATER DROP TO SANITARY OR COMBINED SEWER.

NOTES:

LOCAL REQUIREMENTS)

CLEANOUT (OPTIONAL, PER

INSIDE RADIUS OF MANHOLE
CURVED TO MATCH

NOTE: PLATE MUST BE


